three inches = one foot

one and one—half inches = one foot

one inch = one foot

one foot

three—quarters inch

one—half inch = one foot

one foot

three—eighths inch

NEW WORK KEYED NOTES:

(THIS DRAWING ONLY)

@ EXISTING STANDPIPE AND ZONE VALVE.

@ CONNECT TO EXISTING 6" STANDPIPE AND EXTEND TO FOURTH FLOOR. FIRE
HOSE CONNECTION SHALL BE INSTALLED IN ACCORDANCE WITH NFPA 14.

@ INSTALL PENDENT SPRINKLER HEADS IN ACCORDANCE WITH NFPA 13.
ROOMS WITH GYPSUM BOARD CEILINGS HEADS SHALL BE EVENLY SPACED
AND COORDINATED WITH OTHER CEILING EQUIPMENT, ROOMS WITH
ACOUSTICAL TILE CEILINGS HEADS SHALL BE INSTALLED IN THE CENTER OF
CEILING TILE.

@ MRI SUITES SHALL BE PIPED WITH NON-FARRIS MATERIAL.

INSTALL UPRIGHT SPRINKLER HEADS IN ACCORDANCE WITH NFPA 13 IN
ROOMS WITH NO CEILINGS.
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EXPAND RADIOLOGY AND SPS OFFICE OF
FOURTH FLOOR PLAN
CLARK’NEXSEN %% TOLAND OVERTON BROOKS VAMC Building Number: CONSTRUCTION
RAN D PEACOCK

M I Z E L L 590 Means Street NW, Suite 200 1 AND FACILITIES
440 MARTIN LUTHER KING, JR. BLVD. [RANDY PEACOCK.
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